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This manual must be read  in  full before  Installation, Operation and Maintenance of  the unitssuppliedPlease ensure that this document is passed to the end user. This manual forms an integral part ofthe product and should be kept for the working life of the product. Additional copies of this andsupporting documents are available by contacting VES or by visiting www.ves.co.uk and followingthe 'Download O & M's' link.
The following symbols used within this document refer to potential dangers, advice for safeoperation or important points of referenceIndicates hazards associated with electric current and high voltages
Indicates hazards that require safety advice for personnel or potential unit/property damage
Indicates important information

WarningCautionImportant

ImportantConventions
colourfan Acoustic Supply Units
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colourfan 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Units

should be 1Phase or 3Phase with separate neutrals; confirma�on of this can be found on the unitnameplate. Cables should be of silicone rubber, fibreglass or of a similar high temperatureinsulated type and be installed to current I.E.T. Regula�ons, ensuring a sufficient earth connec�onto the terminal provided. Care should be taken not to overstrain the terminal pillars as this maypermanently damage the elements.The heater is fitted with a manual‑reset high temperature cutout with normally closed (NC)terminals and is set to break if the duct temperature rises above 130 °C.It is important that the cutout is connected to the safety circuit so the heater is isolated in theevent of overhea�ng caused by airflow failure.The electrical supply must be isolated before a�emp�ng to reset the manual cut‑out and shouldbe given sufficient �me to cool. For further informa�on regarding electric heaters please seeVES Ref. ID431.If a speed controller is fitted to the system, it must not stop the fan independently of the controlsystem, or allow airflow to fall below the stated volume on the electric heater ba�ery. Suitablespeed controllers without on/off switches are available from VES Andover.

Electric HeaterBatteries

Cau�on

The unit will have been supplied with connec�ons either le� or right‑hand side looking in direc�on of airflow. Please see order acknowledgement for confirma�on of this handing. Should you need to alter this please consult VES as unit adjustment may invalidate your warranty.

On colourfan acous�c /‑E units, an electric heater ba�ery (EHB will be installed. Supply to the heater
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WEEE Direc�ve At the end of their userecy

PLEASE ENSURE THAT THIS DOCUMENT IS PASSED ON TO THE END USER
cling centre. Do not disful life the ppose of with normal household wackaging and product should be disaste. Do not burn.posed of via a suitable
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